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PARTITION TYPE B1

U.L. RATED SEALANT, BOTH SIDES
BOTTOM OF STRUCTURE

U.L. RATED SEALANT, BOTH SIDES

TOP OF STRUCTURE

3 5/8" METAL STUD, 25
GAUGE, 24" O.C.

5/8" GYPSUM BOARD TYPE X

4 7/8"

CEILING RUNNER, MIN. 25
GAUGE, FASTEN TO STRUCTURE
AT 24": O.C., MINIMUM

FLOOR RUNNER, MIN. 25
GAUGE, FASTEN TO STRUCTURE
AT 24": O.C., MINIMUM

FIRE RESISTANCE RATING = UL DESIGN #U419 - 1 HOUR
STC RATING = NONE

1-HOUR WALL, SMOKE BARRIER

1 HOUR PARTITION

PARTITION TYPE C1

4 7/8"

NON-RATED PARTITION

FIRE RESISTANCE RATING = NONE
STC RATING = NONE

BOTTOM OF STRUCTURE

ACOUSTICAL SEALANT, BOTH
SIDES

TOP OF STRUCTURE

5/8" GYP. BD.

3 5/8" METAL STUD, 20
GAUGE, 16" O.C.

TYPICAL WALL

FIRE UL STC SAB NOTES

C1.1 N/AN/AN/AN/A W/O INSULATION (SAFB)

TYPE

PARTITION TYPE D1

FIRE RESISTANCE RATING = NONE
STC RATING = NONE

NON-RATED PARTITION
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5/8" GYP. BD.

3 5/8" METAL STUD, 20
GAUGE, 16" O.C.
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ACOUSTICAL SEALANT, BOTH
SIDES

TOP OF STRUCTURE

5/8" GYP. BD.

3 5/8" METAL STUD, 20
GAUGE, 16" O.C.

3 1/2" SOUND ATTENUATION
FIRE BLANKET (SAFB)
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CEILING AS SCHED.

SAFB 2' - 0" MIN.

PARTITION TYPE C2

FIRE RESISTANCE RATING = NONE
STC RATING = 45 - 49

NON-RATED PARTITION
FIRE UL STC SAB NOTES

C2.1 N/AN/AN/AN/A W/ INSULATION (SAFB)

TYPE

4 7/8"

BOTTOM OF STRUCTURE

TOP OF STRUCTURE

5/8" GYP. BD.

3 5/8" METAL STUD, 20
GAUGE, 16" O.C.
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PARTITION TYPE C3

FIRE RESISTANCE RATING = NONE
STC RATING = NONE

6"

CEILING AS SCHED. CEILING AS SCHED.CEILING AS SCHED.CEILING AS SCHED.

6" 6"
NON-RATED PARTITION

FIRE UL STC SAB NOTES

C2.1 N/AN/AN/AN/A W/ INSULATION (SAFB)

TYPE
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TOP OF STRUCTURE

5/8" GYP. BD.

3 5/8" METAL STUD, 20
GAUGE, 16" O.C.
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PARTITION TYPE C4

FIRE RESISTANCE RATING = NONE
STC RATING = NONE

CEILING AS SCHED.

PARTITION TYPE D2

FIRE RESISTANCE RATING = NONE
STC RATING = NONE

NON-RATED PARTITION

ACOUSTICAL SEALANT

TOP OF STRUCTURE

5/8" GYP. BD.

3 5/8" METAL STUD, 20
GAUGE, 16" O.C.
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3 1/8"

SE
C
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O

N BOTTOM OF STRUCTURE

CEILING AS SCHED.

6"

SEALANT, TYP.

5/8" GYP. BD. ON 2 1/2"
METAL STUDS, 16" O.C.

2 1/2" SEMI-RIGID
INSULATION

5/8" GYP. BD.
BLOCKING

PREFINISHED JAMB AND
FRAME

2"

SEALANT, TYP.

PARTITION AS SCHEDULED
BLOCKING

PREFINISHED JAMB AND
FRAME
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DOOR & FRAME TYPES, SCHEDULE
DETAILS AND PARTITION TYPES
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DOOR SCHEDULE

DOOR
NO.

FIRE
RATING

DOOR

GLASS
DOOR
FINISH

FRAME

FRAME
FINISH HDW SET COMMENTS

DOOR
TYPE

OPN'G SIZE
THICK

DOOR
MAT'L

FRAME
TYPE

FRAME
MAT'L

DETAIL
LEAF QTY WIDTH HEIGHT HEAD JAMB SILL

E100.1 - E 2 7' - 8" 7' - 0" 1 3/4" ALUM GL-1 BR. ANOD. 2 ALUM 1A/A300 5/A700 1B/A300 BR. ANOD.
E100.2 - E 2 7' - 8" 7' - 0" 1 3/4" ALUM GL-1 BR. ANOD. 2 ALUM 4/A700 6/A700 1B/A300 BR. ANOD.
E101 - A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 1
E102 - D 1 3' - 0" 7' - 0" 1 3/4" SCW GL-2 STAIN 1 HM 1/A700 2/A700 - PNT 2
E104 C 3' - 4" 7' - 0" 1 3/4" SCW GL-2 STAIN 1 HM 1/A700 2/A700 - PNT 3
E105.1 C 3' - 4" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 3
E105.2 A 1 2' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 1
E106.1 A 2 5' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 4
E106.2 A 2 5' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 4
E106A A 3' - 4" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 5
E106B C 2 6' - 0" 7' - 0" 1 3/4" SCW GL-2 STAIN 1 HM 1/A700 2/A700 - PNT 6
E107.1 A 2 5' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 7
E107.2 A 2 5' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 7
E108 A 3' - 4" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 8
E109.1 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 9
E109.2 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 9 OMIT COAT HOOK
E110 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 9
E111 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 1
E112 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 13
E113 A 1 3' - 8" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 13
E114 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 14
E115 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 14
E116.1 D 2 6' - 0" 7' - 0" 1 3/4" SCW GL-2 STAIN 1 HM 1/A700 2/A700 - PNT 6
E116.2 D 2 6' - 0" 7' - 0" 1 3/4" SCW GL-2 STAIN 1 HM 1/A700 2/A700 - PNT 6
E117.1 D 2 3' - 0" 7' - 6" 1 3/4" SCW GL-2 STAIN - - 5A/A300 - - - 19 OVERHEAD SLIDING DOOR HARDWARE
E117.2 D 2 3' - 0" 7' - 6" 1 3/4" SCW GL-2 STAIN - - 5A/A300 - - - 19 OVERHEAD SLIDING DOOR HARDWARE
E118.1 A 2 6' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT
E118.2 D 2 3' - 0" 7' - 6" 1 3/4" SCW GL-2 STAIN - - 5A/A300 - - - 19 OVERHEAD SLIDING DOOR HARDWARE
E118.3 D 2 3' - 0" 7' - 6" 1 3/4" SCW GL-2 STAIN - - 5A/A300 - - - 19 OVERHEAD SLIDING DOOR HARDWARE
E120 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 9
E121 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 9
E122 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 9
E123 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 9
E124 45 MIN. A 1 3' - 8" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 13
E125 45 MIN. A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 12
E125A A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 12
E126 B 1 3' - 8" 7' - 0" 1 3/4" HM GL-2 PNT 1 HM 1/A700 2/A700 - PNT 15
E127 A 1 3' - 8" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 12
E128 A 1 3' - 8" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 16 POWER OPERATOR
E129 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 9
E135 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 10
E136 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 11
E137 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- STAIN 1 HM 1/A700 2/A700 - PNT 11

 1/4" = 1'-0"

DOOR TYPES

 1/4" = 1'-0"

FRAME TYPES

 1 1/2" = 1'-0"1 HEAD DETAIL
 1 1/2" = 1'-0"2 JAMB DETAIL

 1 1/2" = 1'-0"3 HEAD DETAIL - WINDOW

 1/4" = 1'-0"

WINDOW TYPES

CE-2 A 2 7' - 4" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
CE-3 A 2 7' - 8" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
CE-6 A 2 7' - 4" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E116.3 D 2 7' - 8" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E116.4 A 2 6' - 0" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E116.5 A 2 6' - 0" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E118.4 A 2 5' - 0" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E130 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E131 A 2' - 6" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E132 A 1 3' - 0" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E133 A 1 3' - 8" 7' - 0" 1 3/4" SCW --- 18 REFINISH DOOR AND FRAME
E138 A 1 3' - 8" 7' - 10" 1 3/4" SCW --- 18 TEMPORARY DOOR & FRAME

GL-1:  CLEAR INSULATED SAFETY GLASS
GL-2: 1/4" CLEAR SAFETY GLASS
GL-3: CLEAR SAFETY GLASS ASSEMBLY 1/2" THICK
WP-1: 1/2" DECORATIVE RESIN PANEL

GLAZING SCHEDULE:

 3" = 1'-0"-- CPT. FLR. TRANSITION
 3" = 1'-0"- MARBLE THRESHOLD

 1 1/2" = 1'-0"4 HEAD DETAIL - AUTO SLIDING DOOR

 3/4" = 1'-0"A PARTITION TYPES

 1 1/2" = 1'-0"5 JAMB DETAIL -  AUTOMATIC ENTRANCE
 1 1/2" = 1'-0"6 JAMB DETAIL -  AUTO SLIDING DOOR


